1. All conduit and accessories must meet electrical grade specifications. All wiring and materials must conform to the requirements of all applicable electrical codes. WEC STRONGLY RECOMMENDS THE USE OF A QUALIFIED ELECTRICIAN.

2. Before making any changes in your present entrance or before installing a new entrance, please call the main office of the Cooperative (223-5245 or 1-800-932-5245) to make arrangements to have the meter location approved by the Cooperative.

3. All conduit and accessories must meet electrical grade specifications.

4. All trenching must be a minimum of three (3) feet below finish grade.

5. Meter location shall be readily accessible and visible from the driveway or road.

6. Any commercial or industrial meter base 200 amps or larger shall have a manual bypass switch.

7. Trimming of wire strands is NOT allowed. If wire does not fit into lugs or breakers, reducing pins must be used.

Mobile Home Specific Notes: (refer to National Electrical Code Article 550)

1. Meter location shall not be more than thirty (30) feet from the exterior wall of the mobile home it serves. Meter cannot be on the mobile home.

2. 4 wire URD must be installed between last point of disconnect and mobile home.